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Network reconfiguration for load balancing in distribution networks

Abstract
Network reconfiguration of a power distribution system is an operation to alter the topological structure of
distribution feeders by changing opedclosed status of sectionalising and tie switches. By transferring loads
from the heavily loaded feeders to the lightly loaded ones, network reconfiguration can balance feeder loads
and alleviate overload conditions of a network. The branch load-balancing index and the overall system load-
balancing index are used to determine the loading conditions of the system and maximum system loading
capacity. The index value has to be minimum in the optimal configuration of load balancing. For optimal load
balancing condition the branch load-balancing indices in the network are to be more or less equal, and also
approximately equal to the system load-balancing index. A general formulation of the network reconfiguration
for load balancing is given for the optimal balancing of loads in distribution network and a solution approach
is presented. The solution employs a search over different radial configurations, created by considering
branch-exchange type switches. The proposed algorithm, called distance measurement technique (DMT) has
been developed based on the two-stage solution methodology. The first stage finds a loop, whch gives the
maximum improvement in load balancing in the network. In the second stage, a switching option is
determined in that loop to obtain maximum improvement in load balancing. The DMT employs a graphical
method in which dlfferent circles are drawn and the distances of various points from the centre of the loop
circle are computed to achieve the optimal or near optimal configuration for load balancing. The solution
algorithm of the proposed method can identify the most effective branch-exchange operations for load
balancing with minimum computational effort. The algorithm has been tested with promising results on a
69-bus radial distribution system.
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Network reconfiguration for load balancing in 
distribution n etwo r ks 

M.A.Kashem, V.Ganapathy and G.B.Jasmon 

Abstract: Network reconfiguration of a power distribution system is an operation to alter the 
topological structure of distribution feeders by changing opedclosed status of sectionalising and tie 
switches. By transferring loads from the heavily loaded feeders to the lightly loaded ones, network 
reconfiguration can balance feeder loads and alleviate overload conditions of a network. The branch 
load-balancing index and the overall system load-balancing index are used to determine the loading 
conditions of the system and maximum system loading capacity. The index value has to be minimum 
in the optimal configuration of load balancing. For optimal load balancing condition the branch 
load-balancing indices in the network are to be more or less equal, and also approximately equal to 
the system load-balancing index. A general formulation of the network reconfiguration for load 
balancing is given for the optimal balancing of loads in distribution network and a solution approach 
is presented. The solution employs a search over different radial configurations, created by 
considering branch-exchange type switches. The proposed algorithm, called distance measurement 
technique (DMT) has been developed based on the two-stage solution methodology. The first stage 
finds a loop, whch gives the maximum improvement in load balancing in the network. In the second 
stage, a switching option is determined in that loop to obtain maximum improvement in load 
balancing. The DMT employs a graphical method in which dlfferent circles are drawn and the 
distances of various points from the centre of the loop circle are computed to achieve the optimal or 
near optimal configuration for load balancing. The solution algorithm of the proposed method can 
identify the most effective branch-exchange operations for load balancing with minimum 
computational effort. The algorithm has been tested with promising results on a 69-bus radial 
distribution system. 

1 Introduction 

Distribution systems are normally configured radially for 
effective co-ordination of their protective systems. Net- 
works are reconfigured to reduce the system power loss 
(network reconfiguration for loss reduction), and to relieve 
overloads in the networks (network reconfiguration for 
load balancing). This operation transfers loads from one 
feeder to another, which will significantly improve the oper- 
ating condition of the overall system. It is required to 
reconfigure the network from time to time, since distribu- 
tion lines show different characteristics as each of the distri- 
bution feeders consists of residential, commercial, 
industrial, etc. type of load. In addition, some parts of the 
distribution system become heavily loaded at certain time 
of the day and lightly loaded at other times. For load bal- 
ancing the loads are required to be rescheduled more e a -  
ciently by modifying the radial structure of the distribution 
feeders. 

Aoki et al. [l, 21 formulated the load balancing and serv- 
ice restoration problems by considering the capacity and 
voltage constraints as a mixed integer nonlinear optimisa- 
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tion problem and converted the problem into a series of 
continuous quadratic programming subproblems. Baran 
and Wu [3] formulated the problem of loss minimisation 
and load balancing as an integer programming problem. 
H.D. Chiang et al. [4] proposed a constrained multiobjec- 
tive and nondifferentiable optimisation problem with equal- 
ity and inequality constraints for both loss reduction and 
load balancing. Y.H. Song et al. [5] used fuzzy controlled 
evolutionary programming to reconfigure the distribution 
network for loss reduction. G. Peponis et al. [6] developed 
an improved switch-exchange method for load balancing 
problem, using switch exchange operations. M.A. Kashem 
et al. [7] proposed a new load-balancing index and applied 
it to the network for load balancing. Whei-Min Lin et al. 
[8] presented a new load balancing algorithm for the three- 
phase unbalanced distribution systems. 

In this paper, a network reconfiguration based branch- 
exchange algorithm for load balancing is proposed. Ini- 
tially, a graphcal representation is used to determine the 
loop that gives the maximum improvement in load balanc- 
ing. Then the switchng operation to be executed in that 
loop to get the maximum improvement in load balancing 
in the network is identified. Using the proposed search 
technique, the network configuration that optimally or near 
optimally improves the load balancing can be acheved 
with reduced computational effort. The proposed method 
is applicable in networks with the possibility for on-he 
changing of the topological network structure. 
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An objective function for load balancing is presented which 
consists of two components. One is the branch load-balanc- 
ing index and the other is the system load-balancing index 
[4]. Branch load-balancing index LBi is defmed as a meas- 
ure of how much a branch can be loaded without exceed- 
ing the rated capacity of that branch. This can be 
represented mathematically as 

Formulation of load balancing problem 

where Si is the complex power flowing through the branch 
i and SiM- is the maximum capacity or rating of branch i. 
The system load balancing index LBsys of the entire system 
is represented as 

where nb is the total number of branches in the system. The 
objective is to optimise the branch load indices so that the 
system load-balancing index is minimised. In other words, 
all the branch load-balancing indices LB, are set to be more 
or less the same value and is also nearly equal to the system 
load balancing index LBsys. This can be represented mathe- 
matically 

The objective function is to be realised subject to the fol- 
lowing constraints: 
- The system loss must be minimised, i.e. 

where Pi is the real power flow, Qi is the reactive power 
flow, V,  is the node voltage and ri is the resistance of the 
line i. 
- The voltage magnitude of each node must be within a 
permissible range, i.e. I Kminl s 161 s I KM-l. 

The critical condition of each branch is the point at 
which the load balancing index LB, of that branch is equal 
to 1, beyond whch the branch rated capacity is exceeded. 
Though it is not practically possible to make all the branch 
load-balancing indices LB, exactly equal, it is possible that 
by using network reconfiguration and adjusting the load- 
balancing indices, the load balancing in the overall system 
can be improved. 

common node (0) , 
lower voltage side 

Loop associuted with tie-line t 
higher voltage side 

Fig. 1 

3 Proposed distance measurement technique 

In a radial distribution network several loops can be 
formed by closing the tie-switches in the network, and the 
number of loops is equal to the number of tie-lmes. A loop 
in a radial network is created by a tie-line t, as shown in 
Fig. 1. There is a voltage difference across the normally 
open tie switch in the tie-line. The higher voltage drop side 
of the tie switch is called the lower voltage side (lv-side) and 
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the lower voltage drop side of the tie switch is called higher 
voltage side (hv-side) of the loop. The lower voltage and 
higher voltage sides in the Figure are denoted by 1 and h, 
respectively. 

Consider the branch exchange between branches t and 
m, where t is the open branch and m is the closed branch. 
By opening the branch t the loop is divided into two parts, 
the first part of which consists of the branches in the loop 
that extends between nodes 0 to 1, and the second part of 
the branches extends between nodes 0 to h. The change in 
load balancing due to this branch exchange is derived in 
the Appendix (Section 7) and written as 

- (PA + Qb) h o o p  (4) 
where ALBk is the change in load balancing due to branch 
exchange t - m 
Pm and Qm are real and reactive power flows in branch m 
(to be removed), respectively 
ki is the inverse of the square of the maximum capacity of a 
branch i 
kipl and khPh are products of k and P on the lv-side 1 and 
hv-side h of the loop, respectively 
kloop is the sum of k value of each branch in the loop in 
whch power-flow exists. 
If the value of hLB& is greater than zero the load balanc- 
ing is improved, and if it is less than zero the load balanc- 
ing is deteriorated. The equation for the change in load 
balancing derived in this paper is similar to the equation 
for power loss reduction obtained by Baran and Wu [3]. 
Hence the accuracy analysis for load balancing can be car- 
ried out in the same way as in [3]. 

3.1 Determination of loop which gives 
maximum load balancing 
In the proposed technique distances of various points (P,,,, 
Qm) from the centre of the loop circle are calculated. The 
loop circle is drawn from the relationship between the load 
balancing ALB& and the power transfer (Pm, e,). The 
polarity of the nominal load balancing in each loop is 
important for ths  technique. The nominal branch is the 
first adjacent branch to the tie branch on the lv-side of the 
loop. In the loop, as shown in Fig. 1, the nominal branch 
is k.  If the nominal load balancing ALBg is negative, then 
there is no branch in the loop that can be a candidate for a 
branch exchange. If the nominal load balancing ALBg is 
positive, there is a branch that can be a candidate for 
branch exchange and the branch to be opened should 
be the one that optimises ALBL. This fact is verified by 
analysing all the possible branch exchanges in various 

"+ 
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s 
-0 tm 

Fig .2 Zero load balancing loop circle 
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loops. The nominal power flow (Pk, Qk) can be represented 
as a point on the P-Q plane where a loop circle is drawn as 
shown in Fig. 2. The distance between the centre of the 
loop circle and the nominal point is given by ADCfk and it 
is used to identify the nominal load balancing type (+ve, - 
ve or 0) as 
- If ADCfk > (A2 + B2)'"lC the nominal point is outside 
the loop circle and hence nominal load balancing ALBi  is 
negative, 
- If ADCfk = (A2 + B2)lt2IC the nominal point is on the 
loop circle and hence nominal load balancing ALBg is 
zero, 
- If ADCfk < (A2 + B2)1t21C the nominal point is inside the 
loop circle and hence nominal load balancing ALBg is pos- 
itive. 

Eqn. 4 can be written in the following form: 

ALB,S, = 2APm + 2BQm - C (PA + Qb) ( 5 )  
where A = Z klPl - 2 khPh, B = Z klQl - Z khQh, and C = 
kloop. A,  B, C are constants for a particular loop and are 
not functions of the variables P,, Q, of that loop. Using 
eqn. 5 and separating the P, and Q, terms, 

ALB,S, = (A2 + B2) /C  

- C{(pm - A / C ) 2  + (Qm - B / C ) 2 }  
( 6 )  

Eqn. 6 can be represented by a circle with the centre at 
(P, ioop, Q, ioop)3 where Pm loop and Qm loop are the values 
whZh give -the maximum load balancing in a loop for 
which the values of P, bop and Qm-loop are AIC and BIC, 
respectively. Substituting these values into eqn. 5 ,  the max- 
imum value of ALBh in the loop is obtained as 

ALB~m-l,,p = (A2 + B2) /C  (7) 
For zero load balancing the radius of the circle is (A2 + 
B2)'l2IC and if the improvement in load balancing occurs in 
the loop tne radius will decrease. Rearranging eqn. 6 we 
get the modified loop circle as 

where P h  = (dC)P, andeh = (dC)Q,. The radius of the 
above circle is [(A2 + B2)/c]112, which is the square root of 
ALBL loop in eqn. 7. The modified loop circles can be 
drawn-using eqn. 8 for all the loops in the system and the 
largest circle will give the maximum load-balancing loop 
among all the circles drawn for the loops in the network. 

3.2 Determination of switching-option to be 
performed for load balancing 
After determining the loop that would give the maximum 
load balancing, distances of various points (P,, Qm) from 
the centre of the loop circle are calculated to find the 
branch to be exchanged with the tie-line for the maximum 
improvement. This technique calculates distances from the 
centre of the loop circle to all the points that correspond to 
the branches and their respective power flows. The lowest 
distance is considered the best for maximum load balancing 
and is chosen as the candidate for improvement by 
exchanging the corresponding branch with the tie-line. To 
explain the concept of the distance measurement techtuque, 
eqn. 6 is used which is graphically represented by the circle 
shown in Fig. 2. It is drawn from the relationship between 
the load balancing ALBL and the power transfer (P,, Q,) 
by considering the zero load balancing (i.e. ALBL = 0). 
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Therefore the circle is called zero load balancing loop circle 
or simply loop circle. Assume that the centre of this circle is 
O(Po, eo). The equations for the centre of the zero load 
balancing loop circle Po and Q, are found as follows: 

Po(= pm-loop) (E klpl - k h p h )  l k l o o p  (9) 

So(= Qm-loop) = (E h Q 1  - khQh)  / h o o p  

(10) 
It has been mentioned that the individual branch power 
flows (P,, Q,) in the loop are represented as several points 
in the P-Q plane. It is proven that load balancing is 
improved for the points which are inside the loop circle and 
correspond to the branch power flows in the lv-side of the 
loop. Therefore let us assume that S(P,, Qm) is one of such 
points. The distance from centre of the loop circle 0 to this 
point S is given by 

where ADC, = distance from the centre of the loop circle 
to a point that corresponds to a branch-exchange U, = 
P, - Po and AQ, = Q, - Q,. 

As described, only the point at the centre of the loop cir- 
cle can maximise the load balancing for that loop. In prac- 
tical cases, the point may not lie at the centre of the loop 
circle and only the point nearest to the centre of the loop 
circle will maximise the load balancing in the loop. In other 
words, the minimum value of ADC, represents the maxi- 
mum value of load balancing. Therefore the point that 
gives a minimum value of ADC, corresponds to the 
branch to be exchanged with the tie-line in the loop and 
gives maximum load balancing in the loop. To obtain a 
minimum value of ADC,,, all the points that correspond to 
the branch exchanges in the lv-side of the loop wd1 be 
checked and the lowest distance will be obtained. 

3.3 Solution procedure 
The procedure to determine which loop gives the maximum 
load balancing is summarised as 
(i) Run the load flow program to obtain the power flow in 
branches 
(ii) Check the nominal load balancing for every loop in the 
system and select the loops with positive nominal load bal- 
ancing 
(iii) If there is no positive nominal load-balancing loop, 
stop. Otherwise, go to the next step for determining the 
maximum load balancing loop 
(iv) By using eqn. 8, draw the modified loop circle for each 
loop obtained from step (ii) 
(v) Identify the largest circle and select the corresponding 
loop which gives the maximum load balancing. 

Having found the loop which would give the maximum 
load balancing, the branch to be exchanged is determined 
as: 
(vi) For the selected loop compute the centre of the loop 
circle using eqns. 9 and 10. 
(vii) Using eqn. 11, calculate the distances ADC, from the 
centre (Po, Qo) to all the branch flows (P, Q) in the lv-side 
of the loop. 
(viii) The switching options that correspond to the values of 
ADC, computed in step (vii) are ranked in ascending 
order. 
(ix) Check the switching option from the top of the list for 
constraint violation: voltage limit and system loss as found 
from the load-flow solution. If all the constraints are satis- 
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fied, go to step (x). Otherwise, select the next ranking 
switching option for which the constraints are satisfied. If 
no branch is found, go to step (xi). 
(x) Select ths  as a switching option for branch exchange. 
(xi) Repeat steps (i) to (vi;) using the selected switchng 
option. 

4 Test results and discussion 

The test system is a hypothetical 12.66kV radial distribu- 
tion system with 69 buses and seven laterals, which has 
been derived from a portion of the PG&E distribution sys- 
tem [9]. The sizes of conductors of the lines have been 
designed based on the line parameters given in the network, 
and the maximum capacity (kVA rating) of each line is 
found. The schematic diagram of the test system is shown 
in Fig. 3 and the data of the test system used in ths  paper 
are the same as in [7, 93. There are five tie-lines (looping 
branches) in the system, and a sectionalising switch on 
every branch of the system. The total system loads for the 
base configuration are 3802.19kW and 2694.60kVAr. 

6 

I I  

42434445464746495051 52 53 54 

1 27e28e6566676869708889 90 

Fig. 3 Schematic diagram 01'69-bus distriburion system 

Table 1: Test results 
~ ~~ 

Proposed DMT 

Branch 

(in-out) 

Maximum load System index 
balancing loop* value LBsvs Search level exchange 

Base config. 0.03456 

1 loop 4 7S59 0.02960 

2 loop 3 72-13 0.02879 

3 loop 5 74-62 0.02782 

4 loop 3 13-15 0.02781 

5 no loop is selected ** 
selection of final branch-exchange 

73-59,72-15,74-62 

Note: '(in-out)' indicates branch into the system and branch out 
from the system respectively. 
* loop 1, loop2, loop3, loop4 and loop5 are associated with tie-lines 
70,71, 72,73 and 74, respectively. 
** No loop is selected in the search due to the negative nominal 
load balancing in each loop. 
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The test results are tabulated in Table 1. In the proposed 
algorithm the optimal network configuration for load bal- 
ancing is achleved after five search levels. At each search 
level (or iteration) a load flow solution is obtained, the 
maximum load-balancing loop is selected and a branch 
exchange is determined. As shown in Table 1 each of the 
minimal tree search solutions at the first iteration of the 
proposed algorithm has found loop 4 as the maximum 
load balancing loop, and the branch exchange 73-59 to be 
performed in that loop to achieve maximum improvement 
in load balancing. Fig. 4 shows a graphical determination 
by which loop 4 is found to give the maximum improve- 
ment in load balancing in the proposed distance measure- 
ment technique. The test results of Table 1 also indicate 
that the first branch exchange contributes most of the 
improvement in load balancing. Degrees of load balancing 
at different search levels are shown in Table 1, in which 
73.48% of the total improvement in load balancing is 
obtained by the first branch exchange (or at first search 
level). The CPU time for the proposed method has been 
found to be 6.43 seconds using Pentium I1 (350MHz) proc- 
essor. In the method of [3] a load-flow solution is required 
for every branch exchange, whereas the proposed method 
has drastically reduced the number of load-flow runs as 
well as CPU time because of the determination of the max- 
imum load balancing loop and then the branch exchange in 
that loop. The features of the proposed method are also 
compared with that of [8] and summarised in Table 2. 

Fig.4 

Table 2: Comparative study 

Proposed method 

1 Constraints such as voltage 
limit and system loss are 
considered for finding optimal 
solution 

2 Easily applied to any large 
system in practice as it is able 
to determine optimal solution 
with minimum computational 
effort and time, proven for 
69-bus test system. 

3 Load balancing of every 
branch in each feeder has 
been considered. 

Method in t81 

Constraints are not imposed 
explicitly and hence the 
solution may lead to increased 
system loss and/or violating 
voltage limit. 

Search will be exhaustive, 
especially for larger system 
in practice and computational 
effort and time will be 
much higher. Test system 
considered is a small 
hypothetical system. 

Load balancing of every 
feeder only is considered. 

~~ ~ 
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Fig. 5 shows the voltage profile giving the improvement 
achieved by the proposed technique for load balancing. 
As shown, most of the bus voltages have been improved 
after network reconfiguration for load balancing. The test 
results show that before reconfiguration, the minimum bus 
voltage was 0.9092p.u. at the end of line 65, and after 
reconfiguration it has increased to 0.9428p.u. at the end of 
line 61. 

line number 

Fig. 5 voltage profie 
-e- initial -.- final 

5 Conclusions 

The problem of network reconfiguration in the context of 
network load balancing has been addressed and a new 
solution approach proposed. A graphical method is used in 
which several circles are drawn representing the changes in 
the load balancing. The loop that gives the maximum load 
balancing is identified as the largest circle amongst the 
modified loop circles drawn for all the loops. The loop cir- 
cle is drawn for the loop identified and the distances of the 
various points (Pm, QJ from the centre of the loop circle 
are measured. Then the lowest distance is found and the 
corresponding branch is used for branch-exchange to 
achieve maximum load balancing in the network. The 
developed technique eliminates the need to consider the 
switching exchange in other loops of the system, and also 
reduce the numerous load flow studies, thereby significantly 
reducing the computational requirements. To reflect the 
efficiency and performance of the proposed method for 
reducing the computational complexity and the large 
dimensionality of the problems, a large system with 69-bus 
and seven laterals has been used as the test system. Test 
results indicate that the method can identify the most effec- 
tive branch-exchanges for improvement in load balancing. 
It is found that the optimal or near optimal configuration 
for load balancing also improves the voltage profile of the 
network. 
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Appendix 

7. I Derivation of 'change in load balancing' 
formula 
The squared value of the load-balancing index LB? can be 
defined as 

Then for the whole system the total load balancing, LBne? 
can be found as 

n b  n b  

LB&, = LB? = C kip," + Q;)  (13) 
i=l i= l  

Eqn. 13 is analogous to eqn. 8 of [3]. Therefore the deriva- 
tion of the change in load balancing is analogous to the 
derivation of the change in loss reduction of [3]. The 
change in load balancing for the branch-exchange t - m 
can be obtained as 
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